SECTION 6

6.10 STOP AND WASTE VALVES:

All service lines shall have a stop and waste valve on the service line inside the
residence near the location where the service line enters the residence. The stop and waste
valve shall have a drain plug located on the valve body such that, when the valve is shut off,
the
drain plug can be removed and all water above the valve drained out. Stop and waste valves
shall be approved by Denver Water. See Sheets 46, 49, and 50 of the Standard Drawings for
typical locations. Stop and waste valves shall conform to MS-21.
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